
Data 
Collected 

By: 

           

                  

Shamal
Taylor 

Building: 3 Floor: 11 Date
Sampled:

 07/19/04 

PERIOD 1          PERIOD 
II 

       

Sample Site Room 
11460 

Room 
11526 

Room 
11224 

Room 
11142 

Room 
11817

Room 
11875

Room 
11621

Room 
11348

Room 
11460 

Room 
11526

Room 
11224

Room 
11142

Room 
11817

Room 
11875

Room 
11621

Room 
11348 

Time 09:02 09:05 09:10 09:13 09:18 09:18 09:22 09:30 01:54 01:57 02:00 02:03 02:07 02:10 02:13 02:15 
Temperature      73.8 73.6 74.1 74.8 73.8 74.8 74.2 73.8 74.1 73.9 73.8 74.1 74.3 75.2 74.3 73.6

Relative 
Humidity 

48.7 47.8 47.6 44.7 45.4 44.6 45.2 44.6 45.3 46.6 45.6 45.6 45.9 45.2 44.0 47.1 

Carbon 
Dioxide 

494      519 517 489 489 517 517 507 622 604 608 597 610 630 603 598

Carbon 
Monoxide 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 

Air Sample # MEA-3-11-
01 

MEA-3-
11-02 

MEA-3-
11-03 

MEA-3-
11-04 

             

Results in 
CFU/m3 

12 12 12          12             

Notes                  
                  

           

                  

Data 
Collected 

By: 

Shamal
Taylor 

Building: 3 Floor: 10 Date
Sampled:

 07/19/04 

PERIOD 1                  
Sample Site Room 

10436 
Room 
10456 

Room 
10340 

Room 
10221 

Room 
10836

Room 
10874

Room 
10746

Room 
10634

Room 
10436 

Room 
10456

Room 
10340

Room 
10221

Room 
10836

Room 
10874

Room 
10746

Room 
10634 

Time 09:37 09:42 09:45 09:49 09:53 10:03 10:06 10:09 02:19 02:23 02:27 02:33 02:36 02:39 02:42 02:45 
Temperature       71.8 71.1 73.0 72.5 71.1 73.8 73.9 73.0 71.8 71.4 73.4 72.9 72.3 74.5 74.5 73.8

Relative 
Humidity 

46.9 48.4 47.8 47.4 48.2 46.9 45.0 45.6 47.2 47.9 47.1 45.5 47.6 46.6 44.9 45.4 

Carbon 
Dioxide 

487      490 502 541 490 497 504 498 596 590 660 601 578 647 640 607

Carbon 
Monoxide 

0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 0.0 

Air Sample # MEA-3-10-
01 

MEA-3-
10-02 

MEA-3-
10-03 

MEA-3-
10-04 

           

Results in 
CFU/m3 

12 12 24        12             

Notes                  
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